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arm fails. This valve may be the isola-
tion valve with a bleed connection re-
quired by § 127.1101(c).

(b) The valve required by paragraph
(a) of this section must be located as
near as practicable to the terminal
manifold or loading-arm connection
and must—

(1) Close on loss of power;
(2) Close from the time of activation

in 30 seconds or less;
(3) Be capable of local manual closing

and remotely controlled closing; and,
(4) If the piping system is used to

transfer a flammable LHG, either have
fusible elements that melt at less than
105 °C (221 °F) and activate the emer-
gency shutdown, or have a sensor that
performs the same function.

(c) A remote actuator for each valve
must be located in a place accessible in
an emergency, at least 15 meters (49.2
feet) from the terminal manifold or
loading arm, and conspicuously
marked with its designated function.
When activated, the actuator must also
automatically shut down any terminal
pumps or compressors used to transfer
LHG, or its vapors, to or from the ves-
sel.

[CGD 88–049, 60 FR 39797, Aug. 3, 1995; 60 FR
49509, Sept. 26, 1995]

§ 127.1207 Warning alarms.

(a) Each marine transfer area for
LHG must have a rotating or flashing
amber light that is visible for at least
1,600 meters (1 mile) from the transfer
connection in all directions.

(b) Each marine transfer area for
LHG must also have a siren that is au-
dible for at least 1,600 meters (1 mile)
from the transfer connection in all di-
rections.

(c) Each light and siren required by
this section must be located so as to
minimize obstructions. If any obstruc-
tion will prevent any of these alarms
from meeting paragraph (a) or (b) of
this section, the operator of the water-
front facility handling LHG shall pro-
pose for approval by the local COTP ad-
ditional or alternative warning devices
that provide an equivalent level of
safety.

[CGD 88–049, 60 FR 39798, Aug. 3, 1995; 60 FR
49509, Sept. 26, 1995]

§ 127.1209 Respiratory protection.

Each waterfront facility handling
LHG must provide equipment for res-
piratory protection for each employee
of the facility in the marine transfer
area for LHG during the transfer of one
or more of the following toxic LHGs;
anhydrous ammonia, chlorine, di-
methylamine, ethylene oxide, methyl
bromide, sulphur dioxide, or vinyl chlo-
ride. The equipment must protect the
wearer from the LHG’s vapor for at
least 5 minutes.

OPERATIONS

§ 127.1301 Persons in charge of trans-
fers for the facility: Qualifications
and certification.

(a) No person may serve, or use the
services of any person, as a person in
charge of transfers for the facility reg-
ulated under this subpart, unless that
person—

(1) Has at least 48 hours’ transfer ex-
perience with each LHG being trans-
ferred;

(2) Knows the hazards of each LHG
being transferred;

(3) Knows the rules of this subpart;
and

(4) Knows the procedures in the ex-
amined Operations Manual and the ex-
amined Emergency Manual.

(b) Before a person in charge of trans-
fers for a waterfront facility handling
LHG supervises a transfer of LHG, the
operator of the facility shall certify in
writing that that person has met the
requirements in paragraph (a) of this
section. The operator shall ensure that
a copy of each current certification is
available for inspection at the facility.

[CGD 88–049, 60 FR 39798, Aug. 3, 1995; 60 FR
49509, Sept. 26, 1995]

§ 127.1302 Training.

(a) Each operator of a waterfront fa-
cility handling LHG shall ensure that
each person assigned to act as a person
in charge of transfers for the facility
has training in the following subjects:

(1) Properties and hazards of each
LHG being transferred to or from the
facility.

(2) Use of the gas detectors required
by § 127.1203.
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(3) Use of the equipment for res-
piratory protection required by
§ 127.1209.

(4) Basic firefighting procedures, in-
cluding the use of the portable fire ex-
tinguishers required by § 127.1503.

(5) Content and use of the examined
Operations Manual and examined
Emergency Manual.

(6) The configuration and limitations
of cargo systems of LHG vessels.

(7) Procedures for transferring LHG
to and from LHG vessels.

(8) Procedures for response to a re-
lease of the LHG handled by the facil-
ity.

(9) First aid for persons—
(i) With burns;
(ii) Needing cardio-pulmonary resus-

citation;
(iii) Exposed to toxic liquid or toxic

vapors (if a toxic LHG is handled by
the facility); and

(iv) Needing transport to a medical
facility.

(10) Restrictions on access to the ma-
rine transfer area for LHG.

(b) Each person that receives train-
ing under paragraph (a) of this section
shall receive refresher training in the
same subjects at least once every 5
years.

(c) The operator shall maintain, for
each person trained, a record of all
training provided under paragraphs (a)
and (b) of this section. The operator
shall retain these records for the dura-
tion of the person’s employment on the
waterfront facility plus 12 months.

(d) Training conducted to comply
with the hazard communication pro-
grams required by the Occupational
Safety and Health Administration
(OSHA) of the Department of Labor [29
CFR 1910.120] or the Environmental
Protection Agency (EPA) [40 CFR 311.1]
may be used to satisfy the require-
ments in paragraph (a) of this section,
so far as the training addresses the re-
quirements in paragraph (a) of this sec-
tion.

§ 127.1303 Compliance with suspension
order.

If the COTP issues to the owner or
operator of a waterfront facility han-
dling LHG an order to suspend a trans-
fer, no transfer may take place at the

facility until the COTP withdraws the
order.

§ 127.1305 Operations Manual.
Each Operations Manual must con-

tain—
(a) A description of each liquid-trans-

fer system and vapor transfer system,
including each mooring area, transfer
connection, and (where installed) con-
trol room, and a diagram of the piping
and electrical systems;

(b) The duties of each person assigned
to transfers;

(c) The maximum relief-valve setting
or MAWP of the transfer system;

(d) The telephone numbers of super-
visors, persons in charge of transfers
for the facility, persons on watch in
the marine transfer area for LHG, and
security personnel of the facility;

(e) A description for each security
system provided for the transfer area;

(f) A description of the training pro-
grams established under § 127.1302;

(g) The procedures to follow for secu-
rity violations; and

(h) For each LHG handled, the proce-
dures for transfer that include—

(1) Requirements for each aspect of
the transfer (start-up, gauging,
cooldown, pumping, venting, and shut-
down);

(2) The maximum transfer rate;
(3) The minimum transfer tempera-

ture;
(4) Requirements for firefighting

equipment; and
(5) Communication procedures.

§ 127.1307 Emergency Manual.
(a) Each Emergency Manual must

contain—
(1) For each LHG handled—
(i) A physical description of the LHG;
(ii) A description of the hazards of

the LHG;
(iii) First-aid procedures for persons

exposed to the LHG or its vapors;
(iv) The procedures for response to a

release of the LHG; and,
(v) If the LHG is flammable, the pro-

cedures for fighting a fire involving the
LHG or its vapors;

(2) A description of the emergency
shutdown required by § 127.1205;

(3) The procedures for emergency
shutdown;
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